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Is it the intent of the code that all large Gymnasiums or Multi-use buildings  
(over 1, 000 occupant load) on Group E campuses must have voice 
evacuation, or can they have regular horns similar to the rest of the 
campus? 
 
Yes. CFC Section 1006.2.2.2 requires that all A Occupancies with an occupant 
load of 1,000 or more to have an approved voice/alarm communication system, 
including those assembly buildings located on educational campuses. 
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